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ABSTRACT:  

Electric vehicles are the most promising mode of transportation in the future. However, multiple charging stations will have a major impact 

on GIRD. Research on the construction of charging facilities is needed. Based on the characteristics of electric vehicle charging power 

consumption, distribution network capacity, charging system performance and other aspects, this article mainly explores the charging pile 

deployment strategy. First, the author built a model that reflects the charging power demand characteristics of electric vehicles and a 

charging service system model. Characterize the daily load curve. Second, based on these works, the authors developed a strategy development 

process. Finally, we validated our progress with real use cases. 

1 INTRODUCTION  

As a new generation of means of transportation, 

electrical vehicles have incomparable advantages in 

energy conservation, and they can reduce human’s 

dependence on traditional fossil fuels. With the 

increase in the number of electric vehicles, the scale 

of the charging facilities will follow the rapid 

increase. When the charging piles have access to grid 

in a large scale, it will exert great impacts on the safe 

operation of the power grid. So no matter how many 

domestic or abroad researchers there are, both of 

them have made a lot of research on facilities 

construction and management, including the charging 

station location, the charging guide strategies and so 

on. In paper [1], it works out a planning model for the 

charging station by analyzing and forecasting the 

charging demand of electric vehicles. In paper [2], 

based on the capacity configuration of substation, it 

was used to study the charging access control mode 

of electric vehicles, and aim at reducing the impact of 

electric vehicles that have access to the grid during 

the peak period by optimizing the scheduling policy. 

However, these researches are only considered from 

the perspective of grid planning. They do not take 

full account of the user experience of electric 

vehicles. Though they are effective in controlling the 

impact of electric cars on the grid, they may make the 

system hard to meet the needs of users. In this paper, 

based on the load characteristics of electric vehicles, 

we researched the deployment strategy of charge 

Piles which is able to meet the basic needs of users in 

an area with given power distribution capacity. 

Through these researches, we can provide a reference 

for the deployment of charging piles and the 

distribution of grid capacity planning in the future. 
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2 MODELS BUILDING FOR THE 

DEPLOYMENT STRATEGY  

The deployment strategy for charging piles is aimed 

to obtain the optimum number of deployment which 

is known as the base load curves of local electricity 

consumption, the power demand of electric vehicles 

and the power distribution capacity of substation. The 

following assumptions are worked for the aim [3]: (1) 

Electronic vehicles are charged when they finish the 

last driving of the day; (2) The Charging of electric 

vehicles is in VOG mode, which means that there is 

no access control for charging [4]; (3) The charging 

power of the pile is considered as a fixed value. In 

order to develop the strategy for the deployment of 

charging pile, the first step is to acquire the basic data 

used for the analysis, including load curves of electric 

cars, daily load curves of local electricity 

consumptions and the distribution capacity of local 

substations. To acquire these data, it needs to build 

up the models. The process of the model building is 

shown as follows. 

2.1 Model of the electric vehicle’s power demand 

characteristics The charging load of electric vehicle is 

determined by various factors, mainly including the 

initial SOC, the duration for charging and the starting 

point of charging [5]. The initial SOC is determined 

by daily mileage of the electric car. According to the 

survey results in paper [1] in the mileage of a one-

day trip, one-day trips within 100km mileage are 

more than 90%, and other situations that more than 

50% are within the 50km. The probability 

distribution of mileage is shown in Figure 1: 

 

Figure 1. Probability distributions of daily mileage 

the curve of the distribution is approximately the 

curve of log-normal function, which can be fitted by 

the log-normal distribution function. Thus, we can 

get a fitting function for daily mileage of electric cars 

through it [6]: 

 

We set E0 as the value of initial SOC; the 

relationship between E0 and mileage D is shown as 

follows: 

 

Where R is the maximum mileage of an electric 

vehicle, we set it 200km in this paper. Thus, we can 

obtain the probability distribution density function of 

initial SOC: 

 

 

Where S is the battery capacity of electric vehicles, 

p0 is the charging power of electric vehicles. Electric 

vehicles will be charged after the whole trip is ended. 

According to the reference [1], the distribution 

function of charging start time is shown as follows 

[7]: 

 

According to the model, we can obtain load graph of 

electric vehicles in a certain scale in the VOG mode 

through the Monte Carlo simulation. According to 

the reference [1], the Load curve of electric vehicles 

will usually begin to rise sharply at 16:00 of the day, 

and the time to peak demand of charge is about 

19:00. After that, it will slowly decline until it’s 

about 4:00 next day to reach the low ebb of the 

charging demand. 

 2.2 Power distribution capacity of substation and 

daily load-curve Changing process of power system 

load curve is a non-stationary random process; daily 

load-curve reflects the time-varying characteristics of 

load demand in a circadian rhythm. Figure 2 shows 

the average daily load-curve of one household in a 

certain region [8]: 



 

As it can be seen from the previous load graphs, the 

residential electricity load peaked at 20:00. As the 

analysis shows in 2.1, the load peak of electric 

vehicles is about 19:00. When the peak superposition 

is very serious, the peak superposition will bring 

tremendous pressure to the distribution network. 

Therefore, in the case of disorderly charge, the 

number of the recommended deployment of charging 

piles must ensure that the peak superposition does not 

exceed the value of the local distribution’s planning 

capacity [9].  

2.3 Performance of the evaluation model of charging 

service system the model of electric vehicle charging 

systemsnow, we assume that the number of charging 

piles in the system is s; the number of electric 

vehicles receiving charging service in system is n. 

According to the basic queuing theory, the operation 

indexes of M / M / C / N / model are shown as 

follows [10]. Load intensity of system ρ: 

 

These indexes mentioned earlier are key indicators to 

assess the overall operation of queuing system of 

electric vehicles [11]. In this model, λ is the access 

rate to the charging system of electric vehicles in a 

certain time, and μ is the number of electric vehicles 

that the system can service in per time unit. To is the 

main foundation for the assessment [12]. 

3 PLANNING FOR THE CHARGING 

PILES TO BE DEPLOYED  

Analysis process described by the SDL diagram is 

shown in Figure 3. (1) Preparation for basic data 

Based on the analysis model of EV load 

characteristics in 2.1 and combined with the number 

of local electric vehicle, we can obtain the load graph 

of electric vehicles and extract the peak load P1. We 

can also obtain the access rate λ of the electric 

vehicles in the peak period according to the data of 

system load curve. Then, we take the local daily load 

curves, extract the peak load P2, superimposed the 

daily load curve of electric vehicles and local power 

grid load curve, get integrated load curve, and extract 

the integrated load peak value Pk. At last, we obtain 

the local power distribution capacity N according to 

the local distribution capacity planning and average 

charging power K of the charging piles which are 

needed to be deployed. (2) Analysis of the data we 

calculate the sum of P1 and P2, and determine 

whether it is greater than the distribution capacity N. 

If it is less than N, then the maximum number of 

charging pile deployment Smax can be calculated by 

the peak power demand which is obtained by the 

electric vehicle charging P1and the average charging 

power K of piles. According to minimum standards 

of service, we can obtain the lower limit Smin of the 

number of charging piles. 

 

Figure 3. Progress of analysis 

4 ANALYSIS OF PRACTICAL USE 

CASE 



 Now, we will analyze the pile deployment strategy 

for EVs in a substation supply area which is 35kv, 

and its distribution capacity N is 7MW. In this area, 

there are seven residential areas with 12000 residents 

in total. Assume that every resident has 0.75 cars, 

thus, there are 9000 cars in this area. If 50 percent of 

these cars are EVs, then we need to make a strategy 

for 4500 EVs. In this case, we set that the charging 

power of the piles is 5 KW, and the waiting time of 

the users during peak hour will no more than 20 min. 

Take λ=3.2 in minute. According to the strategy-

making process in chapter 3, we will follow 3 steps to 

do the analysis. Make an analysis on the demand 

charging power characteristics of 4500 electric cars 

and the local daily load-curve. According to the 

model we build in 2.1 and the Monte Carlo 

simulation, the power demand curve is shown as 

follows: 

 

Figure 4. Power demand of Evs 

According to the figure, we can obtain P1: 1.96MW. 

The local daily load-curve and the load curve with 

electric vehicles are shown in Figure 5: According to 

the figure, we can obtain that the local load peak 

value is P2: 4.95MW. The load with electric vehicles 

peak value is Pk: 6.70MW. 

 

Figure 5. Local daily load-curve and load curve 

with electric vehicles 

5 CONCLUSIONS  

In this paper, the authors develop strategies that can 

meet user needs while ensuring the safe operation of 

distribution networks. However, this document can 

also propose a regional distribution plan. In Chapter 

4, the author analyzes realistic use cases, tests and 

validates the analytical models in this paper, and 

adopts specific deployment strategies. In reality, 

however, there are many factors that can affect EV 

behavior, so obtaining an accurate analytical model is 

a lot of work. Grid load curves and charging station 

performance fluctuate rapidly. These factors affect 

the use of charging stations. In the future, much 

research needs to be done to solve the problem of 

how to plan the construction of charging stations so 

that the system works with high efficiency and does 

not affect the operation of the grid. There is. 
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